ELECTRICALLY INSULATE FLANGE WITH INSULATING GASKET, INSULATING BOLT SLEEVES AND INSULATING WASHERS

GROOVED JOINT (Typ.)

PROVIDE REMOVABLE INSULATION JACKET WITH VELCRO FASTENERS

CTS COPPER COMPANION FLANGE W/ A FULLY FLOATING SS FLANGE FITTED WITH A NEOPRENE INSULATOR (Typical)
SEE DETAIL D 15100 04 09 07.dgn

NOTE:
BELLOWS EXPANSION JOINT SHALL BE 316 STAINLESS STEEL

APPLIES TO DHW EXPANSION JOINTS

EXPANSION JOINT DETAIL

NO SCALE

D 15125 02 09 07.dgn

Domestic Hot Water Expansion Joint Detail

DIVISION: 15
SECTION: 15125
FILE: D 15125 02 09 07.dgn
ISSUE DATE: 09/17/07