THERMOMETER INSTALLATION DETAIL

NO SCALE FOR PIPING 1" THRU 2"

WELL

3/4" NPT

NIPPLE AS REQ'D TO EXPAND BULB BEYOND TEE

WELL

NOT ACCEPTABLE

D 15130 001 05 04.dgn

THE UNIVERSITY OF MICHIGAN
PLANT EXTENSION
ARCHITECTURAL AND ENGINEERING SERVICES
301 PACKARD HALL
ANN ARBOR, MI 48109-2805

Thermometer Installation Detail

DIVISION: 15
SECTION: 15130
FILE: D 15130 001 05 04.dgn
ISSUE DATE: 05/25/04

MODULE: X

REFERENCED DETAILS/SCHEDULES:

ADDITIONAL INFORMATION: