SUPPLY AIR DDC TAU CLEARANCE DETAIL

TAU NAMING CONVENTION:

TAU NO. = ABCDD-C

POSITION "A" = "S" FOR SUPPLY AIR
"E" FOR EXHAUST AIR
"R" FOR RETURN AIR

POSITION "BDDD" = ROOM SERVED. WHERE MULTIPLE ROOMS ARE SERVED, INDICATED THE FIRST ROOM THE BOX SERVES RELATIVE TO ITS DISCHARGE.
POSITION "C" = 1, 2, 3, ETC., USED WHEN MULTIPLE TAU'S SERVE A SINGLE SPACE.

NOTE: LABEL THE TAU WITH THE UNIQUE IDENTIFIER IN BLACK PERMANENT MARKER ON THE BOTTOM AND SIDE OF THE TAU USING A MINIMUM OF 3" HIGH LETTERS/NUMBERS.

UNIVERSITY OF MICHIGAN

Supply Air Tau Clearance Detail

NO SCALE

(EXHAUST/RETURN AIR TAU SIMILAR)