POST MOUNTED UNDERGROUND SERVICE

WEATHERPROOF PANELBOARD, 100A MCB, 120/240V, 1-P, 3W, NEMA 3R

METER BOX SUPPLIED BY DETROIT EDISON, INSTALLED BY CONTRACTOR

GROUNDED ELECTRODE CONDUCTOR #6 MINIMUM

2" RIGID GALVANIZED STEEL CONDUIT

2" PVC/ADAPTOR

2" PVC MAX.

3" MIN.

CAP

42" MIN.

6" MAX.

1/2" BOLT

PIPE HANGER OR STRAP

GRADE

GRADE

2" POST MINIMUM

8" GROUND ROD

PVC/GALVANIZED STEEL CONDUIT

CONCRETE @ 3000 PSI

NO SCALE