1. Provide adequate slack in the fixture conductors so that troubleshooting will be easier.
2. Connectors for terminating lighting conductors in junction boxes shall be Homac No. RAB4 or Cantex or Carlon.
3. Exterior Lighting shall be kept operational at the Contractor's expense. Coordinate with the University Electrical Shop for repairs to existing lighting.
4. The University Electrical Inspectors shall review all plans and drawings.
5. The University Electrical Inspectors shall review all plans and drawings.